BuzziNest Pod

INSTALLATION MANUAL
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Change the default airflow rate during occupancy:
Press the button underneath the discrete hole next to the PIR motion
detector using a pin to cycle through the various fan settings.

The LED Lighting blinks briefly when changing to a next setting.
The LED Lighting blinks twice when reaching the 40% setting.

Fan Settings

100%: 31 I/sec

80%: 25 I/sec

60%: 20 I/sec (factory setting)
40%: 12 I/sec
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Move Pod
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